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NOTES FOR DESIGNER: (bo NOT INCLUDE ON CONSTRUCTION DRAWINGS)

1. WHEN EDITING DETAIL TO SUIT PRQJECT, ADD JOB SPECIFIC REQUIREMENTS AND DELETE ONLY THOSE PORTIONS
THAT DO NOT AFPLY. TO SEEK A VARIANCE FROM APPLICIABLE REQUIRMENTS, CONTACT THE LEM FIRE
PROTECTION POC.

2. REFER TO DIVISION 13 FOR FIRE SUPRESSION SPRINKLER SPECIFICATIONS. (INCLUDES BACKFLOW PREVENTER SPECS).

3. REFER TO LANL ENGINEERING MANUAL, MECHANICAL CHAPTER, FOR CROSS CONNECTION CONTROL REQUIREMENTS IN
FIRE LINES.

4, WHERE FIRE PROTECTION WATER SUPPLY IS DEDICATED FIRE PROTECTION WATER, BACKFLOW PREVENTER IS NOT
REQUIRED.

5. SIZE FIRE LINE BFF TGO MATCH ALARM CHECK VALVE SIZE.

6. PROVIDE FLOOR DRAIN TO SANITARY SEWER NEAR BFP. ROUTE DRAIN PIPING TO MINIMIZE A TRIPPING HAZARD.

7. BFP INSTALLED MORE THAN 5 FEET ABOVE FLOOR SHALL BE PROVIDED WITH A PLATFORM CAPABLE OF SUPPORTING
A TESTER OR MAINTENANCE PERSON (UPC REQUIREMENT).
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